
PARAMETER          PERMIT 

          LIMIT 

   INFLUENT         FINAL 

    EFFLUENT 

Flow          5.0 MGD      4.5 MGD      4.5 MGD 

BOD          30 mg/l      200 mg/l           5.0 mg/l 

TSS          30 mg/l      225 mg/l      6.0 mg/l 

Dissolved Oxygen        >5.0 mg/l       2.3 mg/l       7.0 mg/l 

pH           6.5-8.5          7.4          7.0 

Chlorine         < 0.1 mg/l        N/A       0.00 mg/l 

Phosphorous          2.0 mg/l      3.8 mg/l       0.5 mg/l 

Total Keldal 

Nitrogen 

          12 mg/l      23 mg/l       1.7 mg/l 

Total Nitrogen < 8.0 mg/l yearly        

average 

       N/A      6.0 mg/l 

 


